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Statutory Dutyholder - Obligations 
 
Section one of the LCA’s 9 service provider commitments requires that we ensure our clients are made aware of their 
legal obligations with regard to Legionella legislation. The following briefly describes the obligations of a building 
operator or owner. 
A Health and Safety Executive (HSE) leaflet briefly defining your Legionella obligations is downloadable from the HSE 
website and we strongly recommend you take the time to read this leaflet as a starting point. 
Legionnaires' disease - A brief guide for dutyholders - http://www.hse.gov.uk/pubns/indg458.pdf 
 
The Health and Safety at Work etc. Act 1974, Sections 2, 3, 4 and 6 are defined within ACoP L8 as applicable to 
legionella control. The first 2 sections cover the primary requirements for most clients: - 
(2) It shall be the duty of every employer to ensure, so far as is reasonably practicable, the health, safety and welfare 
at work of all his employees. 
(3) It shall be the duty of every employer to conduct his undertaking in such a way as to ensure, so far as is 
reasonably practicable, that persons not in his employment who may be affected thereby are not thereby exposed to 
risks to their health or safety. 
 
The Management of Health and Safety at Work Regulations 1999 (MHSWR)  
These regulations provide a broad framework for controlling health and safety at work. As well as requiring risk 
assessments, they also require employers to have access to competent help in applying the provisions of health and 
safety law; to establish procedures to be followed by any worker if situations presenting serious and imminent danger 
were to arise; and for co-operation and co-ordination where two or more employers or self-employed persons share a 
workplace. 
 
The Control of Substances Hazardous to Health Regulations 2002, regulations 6, 7, 8, 9 and 12 are particularly 
relevant to Legionella control. 
Regulation 6, Assessment of the risk to health created by work involving substances hazardous to health, is perhaps 
the most relevant. 
(1) An employer shall not carry out any work which is liable to expose any employees to any substance hazardous to 
health unless he has – 
(a) made a suitable and sufficient assessment of the risk created by that work to the health of those employees and of 
the steps that need to be taken to meet the requirements of these Regulations; and 
(b) implemented the steps referred to in sub-paragraph (a). 
Legionella bacteria are classified as substances hazardous to health and therefore a Legionella risk assessment can 
be considered a mandatory requirement in all workplace buildings with water systems. 
 
 
Specific guidance with regard to the control of legionella bacteria is supplied in  
Legionnaires’ disease - The control of legionella bacteria in water systems. 
Approved Code of Practice and guidance L8. 
Legionnaires’ disease - Part 2: The control of legionella bacteria in hot and cold water systems (HSG274). 
Downloadable from the HSE website - http://www.hse.gov.uk/pubns/priced/l8.pdf 
These documents can be used as guidance on the tasks and responsibilities that are applicable to the water systems 
on your site. 

 
 
Legal Obligations 
 
We confirm we have explained to you your obligations under the Law in respect of legionella control. For further 
details of the relevant Law please see www.legionellacontol.org.uk Standards and guidance. 
 
To comply with the Law, Regulations and ACoP L8 the management must 
 
• identify and assess sources of risk 
• prepare a scheme for preventing or controlling the risk 
• appoint a competent person known as the responsible person 
• implement and manage precautions 
• review the control measures 
• keep records of the precautions implemented and will do so for each of the premises under our control 
 
Legionella Control Association (LCA) Information 
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Ideally all appointed specialists should be Legionella Control Association (LCA) registered for the legionella control 
services supplied-which we are. Please see The LCA’s website for the LCA’s latest Code of Conduct and evidence of 
our LCA registration for the legionella control services quoted for. 
 
As part of our LCA membership we are required to inform you of a number of items of concern to the duty 
holder/legionella responsible person. 
Records: 
Whilst we are offering the services detailed in this quotation, the ultimate responsibility for managing legionella risks 
lies with the you. This includes the requirement for maintaining all records for the legionella control activities – as 
advised in ACoP L8 - on the system in a central location, ideally a logbook. You are responsible for maintaining the 
records, including any we issue to you as part of our works: legionella risk assessment - These records should be 
retained throughout the period they are current and for at least two years afterwards. Retain records of any monitoring 
inspection, test or check carried out, and the dates, for at least five years. 
 
We will supply electronic records to your named contact for all works undertaken including bacterial sampling results 
 
We maintain records of all our activates associated with your site(s) for a 5 year period. These are available to you for 
a 5 year period after completion of the works at your site(s). 
Your primary contact for all matters is the quote signatory, the secondary is our offices. All contact details are as per 
the quotation. 
 
Please note that it is the responsibility of the duty holder/responsible person to: 
For cleaning & disinfection. 
a. Maintain the water system, and the water in it, in a clean condition and to facilitate inspection to determine if 
the system is clean or not. 
b. Make the systems available for the agreed work, with safe access, and adequate notice to ourselves to 
schedule and execute the agreed work.  
c. Provide us with any information on known risks and safety requirements in the areas we will be working, and 
advise of any known deadlegs, redundant pipework and the location of schematic diagrams. 
d. Ensure any preparatory work you are responsible for is completed prior to commencing cleaning and 
disinfection work. 
e. Ensure any necessary trade effluent discharge consent is in place for effluent generated from the cleaning 
and disinfection process. 
 
For legionella sampling 
a. Have a legionella risk assessment, written scheme of control and schematic diagram in place which includes 
a programme of treatment, monitoring, and inspection (and may include legionella sampling) and make this available 
to us. 
b. Provide sufficient information to allow us to design an appropriate treatment programme, including a legionella 
sampling plan if appropriate. 
c. Make the systems available for the agreed work, with safe access, and adequate notice to ourselves to 
schedule and execute the agreed work. 
d. Provide us with any information on known risks and safety requirements in the areas we will be working. 
e. Ensure the control scheme tasks you are responsible for are completed and recorded. 
f. Participate in the agreed review process. 
 
When taking legionella samples, we do not use composite samples, we will take 1 litre samples, test for all legionella 
species, at a UKAS accredited laboratory with a minimum test limit of detection of 100cfu/l, pre-flush sampling is the 
default sample technique to comply with current British Standard guidance. Sample points and frequency of sampling 
is based on the information supplied and current HSE guidance (including the legionella risk assessment and written 
scheme if supplied). 
The laboratory test methodology is indicated on the laboratory test certificate issued. 
Where interim/presumptive results are supplied by the laboratory these will be communicated to yourselves, in the 
event of a presumptive results be aware this may change on receipt of the final result. 


